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00-24 DNHDDPDCL 1310 25 1285 1126 159

00-24 DNH 470 10 460 334 126

00-24 DD 840 15 825 792 33

DD: N-1 contingency of 220 kV Magarwada-Magarwada(DD)-D/c

**This total TTC/ATC is for mentioning in SCADA and WRLDC website for DNHDDPDCL. In real time, ATC violations would be monitored separately for DD&DNH.

Issue Time: 1700 hrs

DNH: N-1 contingency of 220 kV Kala-Khadoli D/C
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