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1st October 17 to                 

31st October 17
00-24 6700 600 6100 4261 1839

Revised considering revival of 

Talwandi Saboo and Goindwal 

generating plants

Issue Time: 1700 hrs

1. (N-1) contingency of 500MVA 400/220 kV ICT at Amritsar critically over load other two ICTs.                                                                                         

2. (N-1) contingency of 400/220 kV ICT at Dhuri and 220 kV underlying network at Ludhiana
Limiting Constraints

Import of Punjab Transfer Capability for October 2017

National Load Despatch Centre
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Reason for Revision

1

28th 

September 

2017

Whole month]
Revised considering revival of Talwandi Saboo and 

Goindwal generating plants

National Load Despatch Centre
Import of Punjab Transfer Capability for October 2017


