


12-Nov-20

के्षत्र

अधिकतम 

म ांग आपूधति

आधिकतम 

कमी

अधिकतम 

म ांग आपूधति

आधिकतम 

कमी

अधिकतम 

म ांग आपूधति

आधिकतम 

कमी

अधिकतम 

म ांग आपूधति

आधिकतम 

कमी

अधिकतम

म ांग आपूधति

आधिकतम 

कमी

अधिकतम

म ांग आपूधति

आधिकतम 

कमी

(मे०व ०) (मे०व ०) (मे०व ०) (मे०व ०) (मे०व ०) (मे०व ०) (मे०व ०) (मे०व ०) (मे०व ०) (मे०व ०) (मे०व ०) (मे०व ०)

02-11-2020 44627 160 50353 40676 20075 2712 49 158443 209

03-11-2020 45014 80 50605 41232 19481 54 2703 121 159035 255

04-11-2020 45040 350 50300 40839 18482 2558 8 157219 358

05-11-2020 44797 500 49938 39445 17876 2504 7 154560 507

06-11-2020 45606 550 50606 40337 17991 2535 90 157075 640

07-11-2020 45844 314 51355 39709 18448 2565 57 157921 371

08-11-2020 44302 5 48844 35290 17364 2345 74 148145 79

ऊर् ि आपूधति
पनधिर्ली 

उत्प दन
ऊर् ि आपूधति

पनधिर्ली 

उत्प दन
ऊर् ि आपूधति

पनधिर्ली 

उत्प दन
ऊर् ि आपूधति

पनधिर्ली 

उत्प दन
ऊर् ि आपूधति

पनधिर्ली 

उत्प दन
ऊर् ि आपूधति

पनधिर्ली 

उत्प दन

(धम०यू०) (धम०यू०) (धम०यू०) (धम०यू०) (धम०यू०) (धम०यू०) (धम०यू०) (धम०यू०) (धम०यू०) (धम०यू०) (धम०यू०) (धम०यू०)

02-11-2020 920 120 1172 25 921 136 410 78 48 18 3471 377

03-11-2020 924 118 1185 26 940 133 397 77 49 16 3496 371

04-11-2020 926 116 1183 24 932 127 376 69 47 14 3463 350

05-11-2020 912 113 1186 24 908 103 360 76 45 16 3411 332

06-11-2020 945 107 1195 25 889 95 363 68 44 17 3435 311

07-11-2020 937 110 1195 21 885 94 366 64 44 17 3427 306

08-11-2020 917 110 1174 21 823 88 345 60 42 17 3299 296

02-11-2020

03-11-2020

04-11-2020

05-11-2020

06-11-2020

07-11-2020

08-11-2020

19.532.05

2.77 0.025

2.57

2.77

0.0222.57 84.19

पॉवर धिस्टम ऑपरेशन क रपोरेशन  धलधमटेड

र ष्ट्र ीय भ र पे्रषण कें द्र, नई धदल्ली

कुलपूवी के्षत्र

2. ऊर् ि आपूधति और पनधिर्ली उत्प दन (धम०यू०)

दधक्षणी के्षत्र

(आई० ई० र्ी० िी० की ि र  िांख्य -5.5.1 के अांतगित)

उत्तरी के्षत्र

धदन ांक

पधिमी के्षत्र

1. अधिकतम म ांग आपूधति और अधिकतम कमी (मे०व ०)

ि प्त धिक ररपोटि   (02 नवांिर  2020 िे 08 नवांिर 2020 तक)

पूवोत्तर के्षत्र

ररपोधटिंग धतधि:-

के्षत्र

/

धतधि

पूवोत्तर के्षत्र

ऑo इांo धिड 

3. आवृधत्त (प्रधतशत िमय में)

धतधि

कुल

ऑo इांo धिड 

49.9-50.05

दधक्षणी के्षत्रपधिमी के्षत्र पूवी के्षत्र

49.8-49.9

उत्तरी के्षत्र

<49.9

ऑo इांo धिड ऑo इांo धिड 

1.71

2.05

5.22 79.43

5.61

5.38

82.81

1.71 80.35

3.60

7.03

FVIAverage

0.020

0.029

ऑo इांo धिड ऑo इांo धिड 

0.038

0.026

0.026

4. NEW ELEMENTS COMMISSIONED

13.24

*NEW & SR grid running in synchronisation.

50.00

77.51

13.59

78.43

15.46

3.60

>50.05

83.30 13.94

50.02

50.00

50.00

50.01

50.00

50.00

17.94

15.19



5. Maximum Demand Met during the day & Peak Hour Shortage in States (in MW)

Date

States

Max. 

Demand 

Met during 

the day

Peak hr 

Shortage

Max. 

Demand 

Met during 

the day

Peak hr 

Shortage

Max. 

Demand 

Met during 

the day

Peak hr 

Shortage

Max. 

Demand 

Met during 

the day

Peak hr 

Shortage

Max. 

Demand 

Met during 

the day

Peak hr 

Shortage

Max. 

Demand 

Met during 

the day

Peak hr 

Shortage

Max. 

Demand 

Met during 

the day

Peak hr 

Shortage

Punjab 5480 0 5312 0 5341 0 5292 0 5610 0 5588 0 5523 0

Haryana 5908 0 5923 0 5753 0 5996 0 6056 0 5994 0 5313 0

Rajasthan 12630 0 12793 0 12821 0 12666 0 12696 0 12639 0 12609 0

Delhi 3364 0 3422 0 3605 0 3431 0 3546 0 3263 0 3315 0

UP 14398 160 14632 0 14584 0 14599 170 15070 300 15006 0 14988 0

Uttarakhand 1762 0 1801 0 1827 0 1744 0 1853 0 1818 0 1785 0

HP 1530 0 1545 0 1572 0 1533 0 1570 0 1524 0 1393 0

J&K 2534 0 2460 0 2385 0 2483 0 2594 0 2549 0 2646 0

Chandigarh 173 0 170 0 168 0 168 0 175 0 170 0 153 0

Chhattisgarh 3516 0 3495 0 3415 0 3421 0 3473 0 3378 0 3339 0

Gujarat 16192 0 16090 0 15756 0 16221 0 16453 0 16454 0 16037 0

MP 13074 0 13398 0 13541 0 13731 0 14152 0 14046 0 13968 0

Maharashtra 19775 0 20224 0 20299 0 20200 0 20058 0 20124 0 20184 0

Goa 479 0 496 0 484 0 491 0 480 0 477 0 437 0

DD 336 0 345 0 346 0 337 0 339 0 340 0 311 0

DNH 796 0 798 0 791 0 784 0 775 0 778 0 757 0

Essar steel 759 0 759 0 775 0 779 0 789 0 796 0 789 0

Andhra Pradesh 9338 0 9490 0 9022 0 8951 0 8368 0 8107 0 7908 0

Telangana 7427 0 7324 0 7269 0 7159 0 7385 0 7082 0 6580 0

Karnataka 9657 0 9841 0 10196 0 10619 0 9781 0 9910 0 8707 0

Kerala 3628 0 3579 0 3519 0 3430 0 3593 0 3635 0 3178 0

Tamil Nadu 15234 0 15281 0 15298 0 14383 0 13865 0 13861 0 12288 0

Pondy 364 0 387 0 385 0 387 0 391 0 383 0 329 0

Bihar 4511 0 4229 0 4147 0 4027 0 4109 0 4049 0 4398 0

DVC 3157 0 3199 0 2952 0 3570 0 3211 0 3119 0 3059 0

Jharkhand 1322 0 1356 0 1391 0 1364 0 1339 0 1299 0 1394 0

Odisha 4435 0 4452 0 4764 0 4121 0 4373 0 4872 0 4148 0

West Bengal 7569 0 7269 0 6886 0 6457 0 6503 0 6450 0 5827 0

Sikkim 103 0 106 0 107 0 96 0 101 0 120 0 96 0

Arunachal Pradesh 119 2 123 2 122 1 142 1 129 1 138 1 140 2

Assam 1720 46 1702 80 1612 7 1563 6 1553 59 1541 31 1415 12

Manipur 198 3 206 3 208 2 202 2 208 1 206 1 202 2

Meghalaya 352 0 339 0 340 0 357 0 331 0 344 0 310 2

Mizoram 101 2 104 1 102 2 104 2 103 1 106 1 90 0

Nagaland 151 3 152 2 140 1 136 1 137 1 141 1 134 1

Tripura 266 0 280 1 258 2 283 2 229 0 234 1 243 2

06-11-2020 07-11-2020 08-11-2020

ER

NER

02-11-2020 04-11-2020 05-11-202003-11-2020

Region

NR

WR

SR



Region States 02-11-2020 03-11-2020 04-11-2020 05-11-2020 06-11-2020 07-11-2020 08-11-2020

Punjab 107.4 107.4 107.3 109.2 112.1 111.7 106.8

Haryana 123.0 124.6 122.7 121.9 123.4 122.4 113.6

Rajasthan 241.3 246.6 244.8 245.2 248.4 248.5 247.8

Delhi 63.4 64.7 64.7 62.8 65.0 61.6 59.8

UP 271.5 270.0 269.6 264.8 283.9 279.2 277.1

Uttarakhand 34.9 35.9 35.6 34.0 35.9 35.0 33.9

HP 29.1 29.3 29.8 28.9 29.2 28.6 26.7

J&K 46.8 42.9 48.3 42.7 43.7 47.2 48.2

Chandigarh 3.0 3.0 3.0 3.0 3.0 3.0 2.7

Chhattisgarh 75.5 75.1 73.4 71.9 72.7 71.7 71.2

Gujarat 349.4 352.4 350.3 356.6 360.7 357.0 345.3

MP 266.3 268.4 270.8 271.3 276.1 276.6 277.4

Maharashtra 428.0 436.6 435.1 431.7 431.1 435.8 428.9

Goa 10.1 10.3 10.6 10.0 10.1 10.1 9.5

DD 7.2 7.6 7.7 9.0 8.9 7.6 6.8

DNH 18.1 18.3 18.1 18.1 18.0 18.0 17.3

Essar steel 17.0 16.2 16.8 17.3 17.1 18.0 17.3

Andhra Pradesh 185.3 190.9 183.8 185.8 179.0 174.2 169.2

Telangana 153.0 153.1 149.5 149.2 150.1 147.3 137.1

Karnataka 184.1 187.2 191.5 192.4 185.9 186.4 172.9

Kerala 73.2 73.1 72.6 71.4 71.4 73.1 66.7

Tamil Nadu 317.3 328.4 326.7 301.7 294.6 296.2 269.7

Pondy 7.8 7.8 7.9 7.9 8.0 8.0 7.0

Bihar 82.4 74.2 69.8 70.6 68.8 68.7 70.6

DVC 63.1 64.1 63.5 61.5 63.4 63.3 62.5

Jharkhand 27.0 25.6 24.9 24.0 24.2 24.1 24.6

Odisha 90.3 89.1 90.5 83.6 88.0 96.5 80.4

West Bengal 146.1 142.9 126.2 119.0 116.9 111.7 105.2

Sikkim 1.4 1.4 1.4 1.4 1.5 1.5 1.3

Arunachal Pradesh 2.0 2.0 1.9 1.9 2.1 2.1 2.0

Assam 28.7 29.4 27.5 26.3 26.0 25.7 23.9

Manipur 2.7 2.8 2.8 2.5 2.7 2.9 2.6

Meghalaya 6.1 6.1 5.8 6.0 6.0 5.9 5.6

Mizoram 1.5 1.7 1.7 1.7 1.7 1.7 1.6

Nagaland 2.5 2.5 2.5 2.3 2.5 2.4 2.2

Tripura 4.5 4.6 4.5 4.1 3.5 3.6 3.7

3470.8 3496.3 3463.3 3411.5 3435.3 3427.2 3299.2ALL INDIA TOTAL

NER

6. Energy Consumption in States (MUs)

NR

WR

SR

ER



7. अंतरे्क्षत्रीय विविमय [प्रथम  रे्क्षत्र से  वितीय रे्क्षत्र को आयात (+) / वियाात (-) ]

धदन ांक 02-11-2020 03-11-2020 04-11-2020 05-11-2020 06-11-2020 07-11-2020 08-11-2020

East to North -90.9 -90.6 -86.2 -94.0 -95.8 -85.4 -78.7

East to West 36.6 39.8 38.4 44.2 45.1 64.7 59.1

East to South -104.8 -111.4 -106.6 -108.2 -97.8 -99.4 -100.8

East to North-East -11.0 -12.6 -13.2 -11.1 -7.9 -7.8 -7.0

North-East to North -13.0 -11.5 -12.5 -12.2 -12.1 -10.4 -12.1

West to North -195.1 -203.7 -216.9 -224.6 -233.9 -229.5 -210.6

West to South -53.5 -61.4 -57.1 -64.4 -53.2 -43.8 -45.8

पॉवर धिस्टम ऑपरेशन क रपोरेशन  धलधमटेड

र ष्ट्र ीय भ र पे्रषण कें द्र, नई धदल्ली

साप्ताविक रिपोर्ा   (02 ििंबि  2020 से 08 ििंबि 2020 तक)

(आई० ई० जी० सी० की धािा संख्या-5.5.1 के अंतर्ात)



Energy 

Exchange 

 Day Average 

(MW)

Energy 

Exchange 

 Day Peak 

(MW)

 Day Average 

(MW)

Energy 

Exchange 

 Day Peak 

(MW)

 Day Average 

(MW)

02-11-2020 21.1 879 -2.0 -253 -83 -24.5 -1066 -1020

03-11-2020 19.5 814 -2.0 -273 -83 -24.7 -1072 -1027

04-11-2020 18.6 776 -1.5 -260 -63 -24.9 -1067 -1037

05-11-2020 18.6 773 -1.6 -264 -67 -24.6 -1044 -1026

06-11-2020 18.3 761 -1.3 -220 -53 -22.2 -1017 -924

07-11-2020 17.4 727 -0.9 -194 -38 -22.1 -1026 -923

08-11-2020 17.5 730 -2.0 -253 -83 -20.2 -1023 -841

कुल Total 131.0 -11.3 -163.1

भूट न , नेप ल एवां ि ांग्ल देश के ि ि अांतरर ष्ट्र ीय धवद्युत धवधनमय INTERNATIONAL 

EXCHANGE WITH BHUTAN, NEPAL AND BANGLADESH

ि प्त धिक ररपोटि   (02 नवांिर  2020 िे 08 नवांिर 2020 तक)

धदन ांक  Date
भूट न BHUTAN नेप ल NEPAL ि ांग्ल देश BANGLADESH



Outage Duration

Date Time Date Time Time

NR 1) 220 KV Wagoora(PG)-Ziankote(JK) (PDD JK) Ckt-2

2) 220 KV Wagoora(PG)-Ziankote(JK) (PDD JK) Ckt-1
 J & K 3-Nov-20 09:09 3-Nov-20  11:52 02:43

220 KV Wagoora(PG)-Ziankote(JK) (PDD JK) Ckt-1 & Ckt-2 tripped due to the sever fualt on 220kV Zainkote-Alusteng line 

got reflected on 220 kV zainkote. As per PMU, B-N fault with delayed clearance of 960ms is observed. Fault current was 

1.46kA and fault distance was 69.02km from Wagoora(PG) end. As per SCADA, load loss of approx. 850MW is observed. 

In antecedent condition, 220 KV Wagoora(PG)-Ziankote(JK) (PDD JK) Ckt-1 & Ckt-2 carrying 159MW & 134MW 

respectively.

0 850 GD-1

NR 1) 400/220 kV 315 MVA ICT 1 at Paricha(UPUN)

2) 400/220 kV 315 MVA ICT 2 at Paricha(UPUN)
 UTTAR PRADESH 3-Nov-20 11:13 3-Nov-20 14:08 02:55

400/220 kV 315 MVA ICT 1 & ICT 2 at Paricha(UPUN)tripped on electrical jerk due to tripping of 220 kV Parichha-

Dunara Ckt-2. At the same time 400kV Paricha-ORAI Ckt-1 also tripped. As per PMU, B-N fault is observed. Fault current 

was 2.319kA. In antecedent condition, 400/220 kV 315 MVA ICT 1, ICT 2 & 400kV Paricha-ORAI Ckt-1 carrying 7MW 

each.

0 0 GI-2

NR 1) 400/220 kV 315 MVA ICT 1 at Hindaun(RS)

2) 400/220 kV 315 MVA ICT 2 at Hindaun(RS)
 RAJASTHAN 3-Nov-20 12:10 3-Nov-20 12:56 00:46

400/220 kV 315 MVA ICT 1 & ICT 2 at Hindaun(RS) tripped along with 220 KV Hindaun- Mandawar line. As per PMU, no 

fault is observed. Transformer tripped due to overloading as 220KV Bharatpur–Agra and 220KV DAUSA-MANDAWAR 

line is in open condition and load of 220KV Nadbai shifted at 400KV GSS Hindaun via Chhokarwara. As per SCADA, load 

loss of approx. 630MW is observed. In antecedent condition, 400/220 kV 315 MVA ICT 1 & ICT 2 at Hindaun(RS) 

carrying 286MW & 263MW respectively.

0 630 GD-1

NR 1) 220 KV Wagoora(PG)-Ziankote(JK) (PDD JK) Ckt-2

2) 220 KV Wagoora(PG)-Ziankote(JK) (PDD JK) Ckt-1
 J & K 3-Nov-20 13:26 3-Nov-20 15:52 02:26

220 KV Wagoora(PG)-Ziankote(JK) (PDD JK) Ckt-1 & Ckt-2 tripped due to R-N Phase to earth fault in 220kV Zainkote-

Alusteng line. As per PMU, R-N fault with delayed clearance of 1720ms is observed. Fault current was 1.004kA. As per 

SCADA, load loss of approx. 400MW is observed. In antecedent condition, 220 KV Wagoora(PG)-Ziankote(JK) (PDD JK) 

Ckt-1 & Ckt-2 carrying 111MW & 85MW respectively.

0 400 GD-1

NR 1) 765 KV Agra Fatehbad(UP)-Lalitpur(LPG) (UP) Ckt-2

2) 660 MW Lalitpur TPS - UNIT 3
 UTTAR PRADESH 3-Nov-20 20:04 3-Nov-20 21:33 01:29

765 KV Agra Fatehbad(UP)-Lalitpur(LPG) (UP) Ckt-2 tripped due to Y-N Phase to earth fault. At the same time, 660MW 

Lalitpur TPS - UNIT 3 also tripped due to tripping of 765 KV Agra Fatehbad(UP)-Lalitpur(LPG) (UP) Ckt-2. As per PMU, no 

fault is observed. As per SCADA generation loss of 660MW observed during tripping.

660 0 GD-1

NR

1) 220 KV Neemrana(PG)-Kushkhera(RS) (RS) Ckt-1

2) 220KV  Bus 1 at Neemrana(PG)

3) 400/220 kV 500 MVA ICT 1 at Neemrana(PG)

4) 220 KV Neemrana(PG)-Bahror(RS) (RS) Ckt-1

 RAJASTHAN 7-Nov-20 15:08 7-Nov-20 19:40 04:32

220 KV Neemrana(PG)-Kushkhera(RS) (RS) Ckt-1 & 220KV Neemrana(PG)-Bahror(RS) (RS) Ckt-1 tripped from Neemrana 

end due to 220KV Behror line bay LBB operation. At the same time, 220kV Bus 1 & 400/220 kV 500 MVA ICT 1 at 

Neemrana(PG) also tripped due to bus bar protection operation. As per PMU, no fault is observed. In antecedent 

condition, 400/220 kV 500 MVA ICT 1, 220 KV Neemrana(PG)-Kushkhera(RS) (RS) Ckt-1 & 220KV Neemrana(PG)-

Bahror(RS) (RS) Ckt-1 carrying 193MW, 64MW & 66MW respectively.

0 60 GD-1

WR

Tripping of

1. 220 kV Asoj-Chandrapura 1&2

2.220 kV Asoj-Jhambuva 1&2

3.220 kV Asoj-Wanakbori

4.220 kV Asoj-Vyankatpura

5.400/220 kV Asoj ICTS 1,2&3

6.220/132 kV Asoj ICTs 2,3A &4

GUJARAT 2-Nov-20 16:23 2-Nov-20 16:51 00:28

At 1623hrs on 2nd Nov 2020,  Y phase jumper of 220 kV Asoj-  Jhambuva 2  broke  at 400/220 kV Asoj S/s, fell down  

and created Y phase fault in 220 kV Bus 2. 220 kV Bus coupler tripped on over current protection operation and all the 

220 kV lines connected tripped from remote end on Zone 2 distance protection operation. 400/220 kV Asoj ICTS 1,2&3 

and 220/132 kV Asoj ICTs 2,3A &4 tripped on backup protection operation. As reported by GETCO, Bus bar protection 

failed to operate due to topological error(wrong isolator status of 220/66kV ICT 1) in Zone 2 of Busbar protection.

- - GI-1

WR
Tripping of

1.765/400 kV Indore ICT1

2.765 kV Indore Bus 2

MP 6-Nov-20 04:57 6-Nov-20 07:39 02:42

At 0457hrs on 6th Nov 2020,  765 kV side B phase CT of 765/400 kV ICT 1 failed at 765/400 kV Indore S/s, and created 

B-phase fault. 765 kV Bus 2 tripped on bus bar protection operation and 765/400 kV Indore ICT 1 tripped on differential 

protection operation.

- - GI-2

SR

i. 400kV/220kV ICT#1 and 2 at Gajuwaka

ii.220kV Kalapaka line-1 and 2

iii.220kV Gajuwaka

iv. 220kV Gangavaram

v. 220kV Kakinada

vi. 220kV Pendurthy line-1 and 2

vii. 220kV MRS line-1 and 2    

AP 7-Nov-20 16:06 7-Nov-20 16:18 00:12

Complete Outage of 220kV VSS and 220kV Parawada SS of APTRANSCO: Triggering incident was failure of R-Ph LA of 

220KV VSS-Gajuwaka_AP line. Due to non tripping of line at 220kV VSS end, fault was cleared by tripping of  all 

connected elelments at remote end. This resulted in complete loss of supply at 220kV VSS. Since 220kV Parawada was 

radially fed from 220kV VSS, there was complete loss of suply at 220kV Parawada SS.

0 153 GD-1

ER 400 kV Alipurduar - Jigmelling D/C WB 7-Nov-20 11:04 7-Nov-20 13:49 02:45
On 07-11-2020, 400 kV Alipurduar Jigmelling D/C tripped on R and Y phase fault resulting tripping of both running units 

at Mangdechu due to loss of evacuation path. Fault location was around 200 km from Alipurduar.
240 0 GI-2

NER 132 kV Balipara - Tenga line ASSAM 04-Nov-20 14:59 14:59 04-Nov-20 15:18 15:18 00:19

Kohima (Capital) area of Nagaland Power System  & Karong area of Manipur Power System were connected with rest of 

NER Grid through 132 Kohima -Wokha line,132 kV Karong -Kohima line & 132 kV Imphal(MA)- Karong line.(132 kV 

Dimapur(PG)- Kohima  line was under continous S/D since 02/11/20)                At 05:17 Hrs on 07.11.20, 132 Kohima -

Wokha,132 kV Karong -Kohima line &132 kV Imphal (MA)- Karong line tripped. Due to tripping of these elements, 

Kohima (Capital) area of Nagaland Power System  & Karong area of Manipur Power System were separated from rest of 

NER Grid and subsequently collapsed due to no source in this area. 

Restoration details: Power supply was extended to Karong area by charging 132 kV Imphal- Karong  line at 05:25 Hrs of 

07.11.20 and upto Kohima by charging 132 kV Kohima- Karong at 07:46 hrs on 07.11.20.

0 20 GD-I

NER
132 Kohima -Wokha line

132 kV Karong -Kohima line 

132 kV Imphal(MA)- Karong line

NAGALAND 07-Nov-20 05:17 05:17 07-Nov-20 05:25 05:25 00:08

Along area of Arunachal Pradesh Power System was connected with the rest of NER Grid through 132 kV Daporijo- Along 

line. At 10:18 Hrs on 12.11.2020, 132 kV Daporijo- Along line tripped. Due to tripping of this element, Along area was 

separated from the rest of NER Grid and subsequently collapsed due to no source in this area. 

Restoration Details: Power supply was extended to Along area of Arunachal Pradesh Power System by charging of 132 

kV Daporijo - Along at 12:50 hrs on 12.11.20
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